
FIRE MAIN ISOLATED RESTRAINT CAP
INSTALLED WITH 18"x14"x48" CONCRETE
THRUST BLOCK 22" SECTION OF PIPE
REMOVED 10-15-13. (W1303695)

REMOVED TO BELOW GRADE
VALVE & LINES REMAIN.

OUT OF
SERVICE

44'-5"

7'

TOP OF PIPE 7'-0"
BELOW GRADE.

OUT-OF-SERVICE
9-25-08

NOTE: FIRE WATER LINE BETWEEN PIV-19 AND THE UTILTY PIT
AT THE SOUTHWEST CORNER OF THE VTF BUILDING HAS BEEN
FILLED WITH NON SHRINK GROUT BECAUSE PIV-19 LEAKED.

CLOSED

CLOSED
OOS

W1202528

PIPE CAPPED
& PLUGGED
W1202093

PIPE CAPPED
& GROUTED

11'-6" 37'-0"

MANHOLE

POLE 5-2

DEPTH T.O.P.=6-FT
LENGTH = 46-IN

FIRE LINE REPAIR 2/24/2020
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